
Item Measure Result Requirements Item Measure Result Requirements

1 Pass Pass Shall pass the test 3.3

2 3.4

2.1 Pass Pass Shall pass the test 3.5 86.33 86.33 ≤ 250

2.2 Pass Pass Shall pass the test 4 0.0 0.0 ≤ 0

2.3 Pass Pass Shall pass the test 5 Pass Pass Shall pass the test

2.4 Pass Pass Shall pass the test 6

2.5 6.1

3 6.2

3.1

3.2
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3- This report do not be copied by any means except with the consent in writing of the laboratory

4- Any deleted or scrape in this report and its annexes be canceled and it does not work.

Technical Manager Khaled Moahammed Al Ageel

Technician’s Name Mansour Shah

Comments:

1- This sample is drawn by the customer represent only themselves.

2- This report refers only to the specific items submitted the required tests.

Dimensions Test [A] mm 
Cannot make the test 

for this type of sample

7 Thread Torque Strength

Final Test Result  : Pass

Electrical Features 
Cannot make the test 

for this type of sample
Linear Flow Rate Test (l/min)

Cannot make the test 

for this type of sample

Dimensions Test Step Flow Rate Test (l/min)
Cannot make the test 

for this type of sample

Pass Pass Shall pass the test Pass

Dimensions Test [B] mm 
Cannot make the test 

for this type of sample

Installation Pass Burst Pressure Test Pass

Accessible Designs Pass Flow Rate Test

Seating Members Pass

Dimensions Test [D] mm 
Cannot make the test 

for this type of sample

Servicing Pass Static and Dynamic Seals Test Pass

Dimensions Test [E] mm Pass

Sample Details Pass

Appearance Test

Dimensions Test [C] mm 
Cannot make the test 

for this type of sample

Humidity (%) 23.4 Standard For Evaluation ASME A112.18.1-2012/CSA B125.1-12

Test Results

Test Conformity Test Conformity

Test Date 25/06/2019 Type of Sample Tolet Flash Valve 1

Temperature (˚C) 24.1 Max Flow Rate (l/min) Not Required

Receive Date 24/06/2019 Reception Date 24/06/2019

Edition Date 27/06/2019 Reception Number 0011

Sample Details
Report N˚ TR-0276/01/2019 Cancel & Replace Report N˚ -

Laboratory Moayana Tap Laboratory Customer Name Bayouni sanitary ware EST

Moayana Tap Laboratory
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